. 20-10 Maple Ave, Bldg. 35E
Environmental Fair Lawn, NJ 07410

& Remediation & | Tele: (973) 949-3525

A's' Fax: (973) 949-3526
‘v Management’ [nc. Email: ermnj@aol.com

CLIENT: Elmwood Park Board of Education Pr. No.: 1071-002

PROJECT:District Wide Lead (Pb) in water samplin

FIELD TECHNICIANS: Steven Audenried

REPORT DATE: May 31, 2016 REVISED DATE:May 31, 2016

Environmental Remediation & Management, Inc. was contacted by The Elmwood Park
Board of Education to conduct a District wide Lead (Pb) in water sampling.

Steven Audenried, an environmental field technicians with ER&M, arrived at the
project site at approximately 6:30 am on April 18 and April 19, 2016 and proceeded to
collect water samples from all drinking fountains and cooking sinks.

Samples were analyzed at Aqua Pro-Tech Laboratories in Fairfield, New Jersey
(NJDEP#07010), accredited in accordance with NELAC (National Environmental
Laboratory Accreditation Conference). Analytical method was by Lead in Water by
inductively coupled plasma mass spectrometry ICP-MS (EPA 200.8).

Three samples within the Elmwood Park School District came back at or above the
recommended ‘action level’ as established by The United States Environmental

Protection Agency (USEPA) of 15 parts per billion (ppb).

GANTNER AVENUE ELEMENTARY SCHOOL LEAD (PB) IN WATER

RESULTS OF CONCERN
Sample No. Location Results
GAO07-A Near Room 29 185 ppb
GAO7-F Near Room 29 44.1 ppb
GILBERT AVENUE ELEMENTARY SCHOOL LEAD (PB) IN WATER
RESULTS OF CONCERN
Sample No. Location Results
GO05-F Near Room 12 31.5 ppb

*Highlighted results are at or exceed the USEPA allowable limit of 15 Parts Per Billion
(ppb).



** Samples labeled ‘A’ are First Draw Samples
*** Samples labeled ‘F’ are after Flush Samples

At this moment we recommend the some or all of the following steps be taken

» Permanent closure of certain water taps.
» Removal and replacement with non-lead containing fixtures.

» Contact the water utility to obtain information about their corrosion control
procedures and how it might affect the Districts control plans.

> Development of a Flushing Program for those taps high in lead and turbidity. This
may include automatic flushing systems.

» Installation of filtration systems (including post installation performance monitoring)

If you have any questions, or if we could be of any further assistance, please feel free to
contact our office. EnviroVision / ER&M looks forward to providing your home with the
service and attention to detail you have come to expect from us.

Sincerely,
Guillermo M. Morales

EnviroVision Consultants, Inc.
Environmental Remediation & Management, Inc.



APL

AQUA PRO-TECH LABCHIRATORI

Certified Envirsnmentsi Testing

ANALYTICAL RESULTS

STANDARD DELIVERABLES FORMAT

APL WORK ORDER NUMBER: 6040624

Environmental Remediation & Management

Project: Sixteenth Avenue

Brian Wood
Laboratory Director

All Results meet the requirements of the National Environmental Laboratory Accreditation Conference andior
State specific certlfications as applicabie.

1275 Bloomfield Ave., Bldg. 6, Fairfield, New Jersey 07004 NELAC National Environmental Laboratory Accreditation Conference
(1) 973.227.0422 (f) 973.227.2813 (w) www.aquaprotechlabs.com NJDEP #07010 / NYDOH #11634



Analytical Results Summary
Sixteenth Avenue

Client: Environmental Remediation & Management Contact: Guillermo M Morales
APL Order ID: 6040624 Received: 4/19/16 14:27
Sample ID/Analysis Method Prepared Analyzed Result Qual MDL RL Units
6040624-01 (Drinking Water) 1601-A Collected: 4/18/2016 7:40
Total Metals
ICP-MS Lead EPA 200.8 4/25116 14:08 4/25/16 15:34 ND 0.00200 mg/L
6040624-02 (Drinking Water) 1601-F Collected: 4/18/2016 7:44
Total Metals
ICP-MS Lead EPA 200.8 4/25/16 14.08 4/25/16 15:38 ND 0.00200 mg/L
6040624-03 (Drinking Water) 1602-A Collected: 4/18/2016 7:42
Total Metals
ICP-MS Lead EPA 200.8 4/25M16 14:08 4/25/16 15:42 ND 10.00200 mg/L
6040624-04 (Drinking Water) 1602-F Collected:  4/18/2016 7:46
Total Metals
ICP-MS Lead EPA 200.8 4/25/16 14.08 4/25/16 15:46 ND 0.00200 mg/L.
6040624-05 (Drinking Water) 1603-A Collected: 4/18/2016 7:40
Total Metals
ICP-MS Lead EPA 200.8 4/25/16 14.08 4/25/16 16:02 ND 0.00200 mg/L
6040624-06 (Drinking Water) 1603-F Collected:  4/18/2016 7:44
Total Metals
ICP-MS Lead EPA 200.8 4/25/16 14:08 4/25/16 16:06 ND 0.00200 mg/L
6040624-07 (Drinking Water) 1604-A Collected:  4/18/2016 7:40
Total Metals
ICP-MS Lead EPA 200.8 4/25/16 14:08 4/25/16 16:10 ND 0.00200 mg/L
6040624-08 (Drinking Water) 1604-F Collected: 4/18/2016 7:44
Total Metals
ICP-MS Lead EPA 200.8 4/25/16 14:08 4/26/16 7.56 ND 0.00200 mg/L
6040624-09 (Drinking Water) 1605-A Collected: 4/18/2016 7:50
Total Metals
ICP-MS Lead EPA 200.8 4/25/16 14:08 4/26/16 8.00 ND 0.00200 mg/L
FootNotes

RL - Reporting limit
MDL - Minimum detection limit

ND - Indicates compound analyzed for but not detected

J - Indicates estimated value

B - Indicates compound found in associated blank
E - Concentration exceeds highest calibration stan
D - Indicates result is based on a dilution

P - Greater than 25% diff. between 2 GC columns,

dard

Page 2 of 4



Analytical Results Summary
Sixteenth Avenue

Client: Environmental Remediation & Management Contact: Guillermo M Morales
APL Order ID: 6040624 Received: 4/19/16 14:27
Sample ID/Analysis Method Prepared Analyzed Result Qual MDL RL Units
6040624-10 (Drinking Water) 1605-F Collected:  4/18/2016 7:54
Total Metals
ICP-MS Lead EPA 200.8 4/25/16 14:08 4/26/16 8:04 ND 0.00200 mg/L
6040624-11 (Drinking Water) 1606-A Collected:  4/18/2016 7:55
Total Metals
ICP-MS Lead EPA 200.8 4/25/16 14:08 4/26/16 8:08 ND 0.00200 mg/L
6040624-12 (Drinking Water) 1606-F Collected:  4/18/2016 7:59
Total Metals
ICP-MS Lead EPA 200.8 4/25/16 14:08 4/26/16 8:12 ND 0.00200 mg/L
6040624-13 (Drinking Water) 1607-A Collected:  4/18/2016 8:01
Total Metals
ICP-MS Lead EPA 200.8 4/25/16 14:08 4/26/16 8:16 ND 0.00200 mg/L
6040624-14 (Drinking Water) 1607-F Collected:  4/18/2016 8:05
Total Metals
ICP-MS Lead EPA 200.8 4/25/16 14:08 4/26/16 8:20 ND 0.00200 mg/L
FoaotNotes
RL - Reporting limit B - Indicates compound found in associated blank
MDL - Minimum detection limit E - Concentration exceeds highest calibration standard
ND - Indicates compound analyzed for but not detected D - Indicates result is based on a dilution
J - Indicates estimated value P - Greater than 25% diff. between 2 GC columns.

Page 3 of 4
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APL

ACUA PRO-TECH LABORATORIES

virgnmentai Testing

ANALYTICAL RESULTS

STANDARD DELIVERABLES FORMAT

APL WORK ORDER NUMBER: 6040623

Environmental Remediation & Management

Project: Gantner Avenue

Brian Woad
Laboratory Director

All Rosults meet the requirements of the National Environmental Laboratory Accreditation Conference andlor
State specific certifications as applicable.

1275 Bloomfield Ave., Bldg. 6, Fairfield, New Jersey 07004 NELAC National Environmental Laboratory Accreditation Conference
(ty 973.227.0422 (f) 973.227.2813 (w) www.aquaprotechlabs.com NJDEP #07010 / NYDOH #11634



Analytical Results Summary
Gantner Avenue

Client: Environmental Remediation & Management Contact: Guillermo M Morales
APL Order ID: 6040623 Received: 4/19/16 14:24
Sample ID/Analysis Method Prepared Analyzed Result Qual MDL RL Units
6040623-01 (Drinking Water) GAO01-A Collected: 4/18/2016 6:34
Total Metals
ICP-MS Lead EPA 200.8 4/25/16 13.34 4/25/16 13:34 ND 0.00200 mg/L
6040623-02 (Drinking Water) GAOQ1-F Collected:  4/18/2016 6:38
Total Metals
ICP-MS Lead EPA 200.8 4/25/16 13:38 4/25/16 13:38 ND 0.00200 mg/L
6040623-03 (Drinking Water) GA02-A Collected:  4/18/2016 6:36
Total Metals
ICP-MS Lead EPA 200.8 4/25/16 13:42 4/25/16 13:42 ND 0.06200 mg/L
6040623-04 (Drinking Water) GAD2-F Collected: 4/18/2016 6:40
Total Metals
ICP-MS Lead EPA 200.8 4/25/16 13:46 4/25/16 13:48 ND 0.00200 mg/L
6040623-05 (Drinking Water) GA03-A Collected:  4/18/2016 6:36
Total Metals
ICP-MS Lead EPA 200.8 4/25/16 13:50 4/25116 13:50 ND 0.00200 mgiL
6040623-06 (Drinking Water) GA03-F Collected:  4/18/2016 6:40
Total Metals
ICP-MS Lead EPA 200.8 4/25/16 13:54 4/25/16 13:54 ND 0.00200 mg/L
6040623-07 (Drinking Water) GAQ4-A Collected:  4/18/2016 6:39
Total Metals
ICP-MS Lead EPA 200.8 4/25/16 13:58 4/25/16 13:58 ND 000200 ‘mg/L
6040623-08 (Drinking Water) GAQ4-F Collected: 4/18/2016 6:43
Total Metals
ICP-MS Lead EPA 200.8 4/25/16 14:02 4/25/16 14:02 ND 0.00200 mg/L
6040623-09 (Drinking Water) GA05-A Collected:  4/18/2016 6:48
Total Metals
ICP-MS Lead EPA 200.8 4/25/16 1406 4/25M6 14:06 ND 0.00200 mg/L
FootNotes

RL - Reporting limit
MDL - Minimum detection limit

ND - Indicates compound analyzed for but not detected

J - Indicates estimated value

B - Indicates compaund found in associated blank
E - Concentration exceeds highest calibration stan
D - Indicates result is based on a dilution

P - Greater than 25% diff. between 2 GC columns.

dard

Page 2 of 4



APL

Analytical Results Summary
Gantner Avenue

Environmental Remediation & Management Contact: Guillermo M Morales
6040623 Received: 4/19/16 14:24
Sample ID/Analysis Method Prepared Analyzed Result Qual MDL RL Units
6040623-10 (Drinking Water) GAO5-F Collected:  4/18/2016 6:52
Total Metals
ICP-MS Lead EPA 200.8 4/25/16 14.07 4/25/16 14:59 ND 0.00200 mg/L
6040623-11 (Drinking Water) GAO06-A Collected: 4/18/2016 6:48
Total Metals
ICP-MS Lead EPA 200.8 4/25/16 14:07  4/25116 15:03 ND 0.00200 mg/L
6040623-12 (Drinking Water) GAO0B-F Collected: 4/18/2016 6:52
Total Metals
ICP-MS Lead EPA 200.8 4/25/16 14:07 4/25/16 15:07 ND 0.00200 mg/L
6040623-13 (Drinking Water) GAQ7-A Collected:  4/18/2016 6:54
Total Metals
ICP-MS Lead EPA200.8 4/25/16 14:07 4/25/16 15:11 0.185 0.00200 mgiL
6040623-14 (Drinking Water) GAO7-F Collected: 4/18/2016 6:58
Total Metals
ICP-MS Lead EPA 200.8 4/25/16 14.07 4/25116 15:15 0.0441 0.00200 mg/L
6040623-15 (Drinking Water) GADB-A Collected: 4/18/2016 6:58
Total Metals
ICP-MS Lead EPA 200.8 4/25M16 14:07 4/25/16 15:19 ND 0.00200 mg/L
6040623-16 (Drinking Water) GA08-F Collected: 4/18/2016 7:02
Total Metals
ICP-MS Lead EPA 200.8 4/25/16 14:07 4/25/16 15:23 ND 0.00200 mg/L
FootNotes

RL - Reporting limit
MDL - Minimum detection limit

ND - Indicates compound analyzed for but not detected

J - Indicates estimated value

8 - Indicates compound found in associated blank

E - Concentration exceeds highest calibration standard

D - Indicates result is based on a dilution
P - Greater than 25% diff. between 2 GC columns,

Page 3 of 4
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APL

ACIUA PRO TECH LABORATORIES

Cothifivd Emalunmental Tostiog

ANALYTICAL RESULTS

STANDARD DELIVERABLES FORMAT

APL WORK ORDER NUMBER: 6040589

Environmental Remediation & Management

Project: Eimwood Park HS/Middle

Brian Wood
Laboratory Director

All Results meet the requirements of the National Environmental Laboratory Accreditation Conference and/or
State specific certificatlons as appllicable.

1275 Bloomfield Ave., Bldg. 6, Fairfield, New Jersey 07004 NELAC Naltional Environmental Laboratory Accreditation Conference
(t) 973.227.0422 (f) 973.227.2813 (w) www.aquaprotechlahs.com NJDEP #07010 / NYDOH #11634
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Analytical Results Summary
Elmwood Park HS/Middle

Environmental Remediation & Management Contact: Guillermo M Morales
6040589 Received: 4/118/16 14:44
Sample ID/Analysis Method Prepared Analyzed Result Qual MDL RL Units
6040589-01 (Drinking Water) EHO1-A Collected:  4/18/2016 6:42
Total Metals
ICP-MS Lead EPA 200.8 4/19116 9:12 4/19/16 12:21 ND 0.00200 mg/L
6040589-02 (Drinking Water) EHO1-F Collected: ~ 4/18/2016 6:46
Total Metals
ICP-MS Lead EPA 200.8 4/19/16 9:12 4/19/16 12:25 ND 0.00200 mg/L
6040589-03 (Drinking Water) EHO2-A Collected:  4/18/2016 6:42
Total Metals
ICP-MS Lead EPA 200.8 4/19/16 9:12 4/19/16 12:29 ND 0.00200 mg/L
6040589-04 (Drinking Water) EHO2-F Collected:  4/18/2016 6:46
Total Metals
ICP-MS Lead EPA 200.8 4/19/16 9:12 4/19/16 12:33 ND 0.00200 mg/L
6040589-05 (Drinking Water) EHO03-A Collected:  4/18/2016 6:49
Total Metals
ICP-MS Lead EPA 200.8 4/19/16 9:12 4/19/16 12:37 ND 0.00200 mg/L
6040589-06 (Drinking Water) EHO3-F Collected:  4/18/2016 6:53
Total Metals
ICP-MS Lead EPA 200.8 4/19/16 912 4/19/16 12:41 0.00629 0.00200 mg/L
6040589-07 (Drinking Water) EHO04-A Collected:  4/18/2016 6:55
Total Metals
ICP-MS Lead EPA 200.8 4/19/16 9:12 4/19/16 12:45 ND 0.00200 mg/L.
6040589-08 (Drinking Water) EHO04-F Collected:  4/18/2016 6:59
Total Metals
ICP-MS Lead EPA 200.8 4/19/16 9:12 4/19/16 12:49 ND 0.00200 mg/L
6040589-09 (Drinking Water) EHO5-A Collected:  4/18/2016 7:01
Total Metals
ICP-MS Lead EPA 200.8 4/19/16 9:12 4/19/16 12:53 ND 0.00200 mg/L

RL - Repaorting limit
MDL - Minimum detection limit

ND - Indicates compound analyzed for but not detected

J - Indicates estimated value

FootNotes

B - Indicates compound found in associated blank
E - Concentration exceeds highest calibration stan
D - Indicates result is based on a difution

P - Greater than 25% diff. between 2 GC columns,

dard
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Analytical Results Summary
Elmwood Park HS/Middle

Client: Environmental Remediation & Management Contact: Guillermo M Morales
APL Crder ID: 6040589 Received: 4/18/16 14:44
Sample ID/Analysis Method Prepared Analyzed Result Qual MDL RL Units
6040589-10 (Drinking Water) EH05-F Collected:  4/18/2016 7:05
Total Metals
ICP-MS Lead EPA 200.8 4419/16 912 4/19/16 12:57 ND 0.00200 mg/L
6040589-11 (Drinking Water) EHO06-A Collected:  4/18/2016 7:07
Total Metals
ICP-MS Lead EPA 200.8 4/19/16 9:12 4/19/16 16:46 ND 0.00200 mg/L
6040589-12 (Drinking Water) EHO6-F Collected:  4/18/2016 7:11
Total Metals
ICP-MS Lead EPA 200.8 4/19/16 9:12 4/19/16 16:52 0.00210 0.00200 mg/L
6040589-13 (Drinking Water) EHO7-A Collected:  4/18/2016 7:08
Total Metals
ICP-MS Lead EPA 200.8 4/19/16 9:12 4/19/16 16:58 ND 0.00200 mg/L
6040589-14 (Drinking Water) EHO7-F Callected:  4/18/2016 7:12
Total Metals
ICP-MS Lead EPA 200.8 4/19/16 9:12 4/19/18 17:04 ND 0.00200 mg/L
6040589-15 (Drinking Water) EHO8-A Collected:  4/18/2016 7:16
Total Metals
ICP-MS Lead EPA 200.8 4/19/16 9:12 4/19/16 17:10 0.00281 0.00200 mg/L
6040589-16 (Drinking Water) EHO08-F Collected:  4/18/2016 7:20
Total Metals
ICP-MS Lead EPA 200.8 4/19/116 9:12 4/19/16 17:16 ND 0.00200 mg/L

RL - Reporting limit
MDL - Minimum detection limit

ND - Indicates compound analyzed for but not detected

J - Indicates estimated value

FootNotes

B - Indicates compound found in associated blank

E - Concentration exceeds highest calibration standard

D - Indicates result is based on a dilution
P - Greater than 25% diff. between 2 GC columns.
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APL

AQUA PRO TECH LABDRATORIES
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ANALYTICAL RESULTS

STANDARD DELIVERABLES FORMAT

APL WORK ORDER NUMBER: 6040588

Environmental Remediation & Management

Project: Gilbert Avenue School

Brian Wood
Laboratory Director

All Results meet the requirements of the National Environmental Laboratory Accreditation Conference and/or
State specific certifications as applicable.

1275 Bloomfield Ave., Bldg. 6, Fairfield, New Jersey 07004 NELAC National Environmental Laboratory Accreditation Conference
(t) 973.227.0422 (f) 973.227.2813 (w) www.aquaprotechlabs.com NJDEP #07010 / NYDOH #11634



Analytical Results Summary
Gilbert Avenue School

Client: Environmental Remediation & Management Contact: Guillermo M Morales
APL Order iD: 6040588 Received: 4/18/16 14:34
Sample ID/Analysis Method Prepared Analyzed Resuit Qual MDL Units
6040588-01 (Drinking Water) GO01-A Collected:  4/18/2016 7:39
Total Metals
ICP-MS Lead EPA 200.8 4/19/116 0:26 4/19/16 0:26 ND 0.00200 mg/L
6040588-02 (Drinking Water) GO1-F Collected:  4/18/2016 7:34
Total Metals
ICP-MS Lead EPA 200.8 4/19/16 0:30 4/19/16 0:30 ND 0.00200 mg/L
6040588-03 (Drinking Water) G02-A Collected:  4/18/2016 7:31
Total Metals
ICP-MS Lead EPA 200.8 4/19/16 0:34 4/19/16 0:34 ND 0.00200 mg/L
6040588-04 (Drinking Water) GO2-F Collected:  4/18/2016 7:35
Total Metals
ICP-MS Lead EPA 200.8 4/19/16 0:38 4/19/16 0:38 ND 0.00200 mg/L
6040588-05 (Drinking Water) G03-A Collected:  4/18/2016 7:31
Total Metals
ICP-MS Lead EPA 200.8 4/19M16 0:42 4/19/16 0:42 ND 0.00200 mgiL
6040588-06 (Drinking Water) GO3-F Collected: 4/18/2016 7:35
Total Metals
ICP-MS Lead EPA 200.8 4/19/16 0:46 4/19/16 0:46 ND 0.00200 mg/L
6040588-07 (Drinking Water) G04-A Collected: ~ 4/18/2016 T7:40
Total Metals
ICP-MS Lead EPA 200.8 4/19/16 0:50 4/19/16 0:50 ND 0.00200 mg/L
6040588-08 (Drinking Water) G04-B Callected:  4/18/2016 7:44
Total Metals
ICP-MS Lead EPA 200.8 4/19/16 0:54 4/19/16 0:54 ND 0.00200 mg/L
6040588-09 (Drinking Water) G05-A Collected:  4/18/2016 7:42
Total Metals
ICP-MS Lead EPA 200.8 4/19/16 0:58 4/19/16 0:58 0.00963 0.00200 mg/l
FootNotes

RL - Reporting limit
MDL - Minimum detectian limit

ND - Indicates compound analyzed for but not detected

J - indicates estimated value

B - Indicates compound found in associated blank

E - Concentration exceeds highest calibration standard
D - Indicates result is based on a dilution
P - Greater than 25% diff. between 2 GC columns,
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Analytical Results Summary
Gilbert Avenue School

Client: Environmental Remediation & Management Contact: Guillermo M Morales
APL Order iD: 60405838 Received: 4/18/16 14:34
Sample |D/Analysis Method Prepared Analyzed Result Qual MDL Units
6040588-10 (Drinking Water) G05-B Collected:  4/18/2016 7:46
Total Metals
ICP-MS Lead EPA 200.8 4/19/116 1:02 4/19/16 1:02 0.0315 0.00200 mg/L
6040588-11 (Drinking Water) G08-A Collected: 4/18/2016 7:48
Total Metals
ICP-MS Lead EPA 200.8 4/19116 1:18 4/19/16 1:18 ND 0.00200 mg/L
6040588-12 (Drinking Water) G06-B Collected:  4/18/2016 7:52
Total Metals
ICP-MS Lead EPA 200.8 4/19/16 1:22 4/19/16 1:22 ND 0.00200 mg/L
6040588-13 (Drinking Water) GO07-A Collected:  4/18/2016 7:48
Total Metals
ICP-MS Lead EPA 200.8 4/19/16 1:26 4/19/16 1:26 ND 0.00200 mg/L
6040588-14 (Drinking Water) G07-B Collected:  4/18/2016 7:52
Total Metals
ICP-MS Lead EPA 200.8 4/19/16 1:29 4/19/16 1:29 ND 0.00200 mg/L
6040588-15 (Drinking Water) G08-A Collected:  4/18/2016 7:50
Total Metals
ICP-MS Lead EPA 200.8 4/19116 1:33 4/19/16 1:33 0.00431 0.00200 mgl/L
6040588-16 (Drinking Water) G08-8 Collected:  4/18/2016 7:54
Total Metals
ICP-MS Lead EPA 200.8 4/19/116 1:37 4/19/16 1:37 0.00423 0.00200 mgiL
6040588-17 (Drinking Water) G09-A Collected:  4/18/2016 7:57
Total Metals
ICP-MS Lead EPA 200.8 4/19/16 1:41 4119116 1.41 ND 0.00200 mg/L
6040588-18 (Drinking Water) G09-B Collected:  4/18/2016 8:01
Total Metals
ICP-MS Lead EPA 200.8 4/19/16 1:45 4/19/16 1:45 ND 0.00200 mg/L
FootNotes

RL - Reporting limit
MDL - Minimum detectian limit

ND - [ndicates compound analyzed for but not detected

J - Indicates estimated value

B - Indicates compound found in associated blank

E - Concentration exceeds highest calibration standard
D - Indicates result is based on a dilution
P - Greater than 25% diff, between 2 GC columns,

Page 3 of 4



sa)dwes asayj 10} Burlodas pUE SSAJBUB )M UOII38ULAOD Ul P3LINIUS A{JRLOSES) 'sablieyd || 1o} dy Aed o) saaibe Alssaldye Jswoisng ‘Juawaalby Apoisn) 10 uieyg siiy Guiubis 4g

AWHY SN

€CZ0# HALD  ¥8911# HOOAN  £0620-89% dI0¥d  010Z0# 43ArN  (weudold Lonepalady A101eioqeT [eJUstiuciiiu3 TEUOIIEN) dV 13N

*SNOILYAILH3D

o

ge| e 1di393s uadn ‘dwa] 13jo0g

SNOILANYLSNI WIDIJS/SINFWWDD _

palinbal aw(} 3 aep W ¥Z [
{mo1ag auo 350049) HSNY
S¥aaM Z QUYONVLS 1dY

JWIL ANNOYY-NYNL

== 40 ~ 3Ovd
& v

/9

*$83HJaV lvbd\ U/C.rC/V O/ O.N\ :5834AAY

%w/mwrum AN3NO /S

‘0L 1HOd34 aN3S

AdOl1SNI 40 NIVHO

f aimeubig s 2JN1BUTS
ﬂ Ui AG om>mumm“ 3Iva G A QERSITONT 136
W aimeubig | ESTIN ﬂ unjeulis
| e GUid) A8 G3AE03Y 310 . _E \w»m\_mumn_:ozzmm
||Aﬂ1th1\\\ln“ﬁ|\hh\1.\.\.N}\\. v\.\l ainzubig I.W os M EXTE \| |M\ JTN\.\ eV
7 PN
Loy y/0 Ly] —=Z A TULd) A8 QIAE03Y [\ -G\ -y 3va \(,_m. IV )ﬂ. \6..% ,LA/L\ il Ag am_._@gcz.mm\
Ty = = u.l.. Vs I p—
= =TT % 1 ARy S
| I T _ - S _
7 _ 7 ! : T i«/ - =S WQ\I
{ _ | _J S o
3 = = S AR T ~— l \TT\..._
| | | o , | A=t S
| ] ] T : o {00 7Y
m_ l _ A q, = I = U VE r:uu._/,, = = =~ ) !_
_ = | | L M “
| e _ O pas~
ST 0 AL _
B PN . - / p. .__ : |.../.rl\l. , |r hl
5 > & e z/.... .,. T S Y I
<y S -y L e .. P..” _|\u
T =~ = b __ =
; T [N B N SNAD _1.«_. /ﬂ\ — .M.\“/‘u .m..\.
A\Q//}. Q _ —rE T\ ﬂ(/xj \ 7\ \ .
TR
b A . RE ai peid w&% RO7)
paisanbey sisAleuy agesld. g | 5 o) | ojeQ :00n0g ajdwes #dl 9e7 1dv _
: R e : 2Jau ,
IYy1-1 IIIUONOO -0  IDANIS-IS NOS-S  HILYVMILSYM - M HILVMANNOYD -9  YILYM ONDINING - d  'SNOLLVIAIHEAY XIHIVIN
.T\UCCMUD/@. v ST ST m,
TSI i | b)@ymm Q3ITNYS 0 £ Ut 4 4 ynPOHd MOTL_] WNIGIW[_] HOIHL_]
T EdMS Y W C2\QUy
NILHO43E 2H/SWHOA IS [ O \ /rwﬂu n W _ 93A31 NOLYNINVYLNOD
1A Tndd3orn [} ;{E ua}u{ s
s s 57 e o 01 3010AN NS > *anvd igron
: AN (SN r/._/.?vlu TT6L6 Y.
1YINY04 JINOY LT3 LYW 180434 = Xy 2\ @ e N3 2ww ,mw mrmwmm
&4 7 C PRCRSE N
EEIY TG In W
pannba aw ﬁmw b Nnr m \Jm\.\u INOHJ mﬂwfo ,ﬁ. ﬁ ﬁUv SNOHd
bo st : " 7 TV S~oy >0 H00L0 XISALL AN ‘A TILIATVA
paunbiai 2w § siep gy [ ] = A\ LM 9 ONIQTING + INNTAY TTHHKOOT <. 21

Wwoa sqe(yoajosdenbe mmm

(RN

SIRCLYIOEVT HDIL-0OUd vNOV

88G0¥09 TdV




sa)diwes asayl Joj Buiodal pue SISABUE Y1IM UDIISULOD Ul paLInau) fjqeuoseal ‘safireya je Joj Tdy Aed 0] s8a1b8 Ajssa1dxa Jswiolsnd wawaalby Apolsng 10 Uiey) siy Sujubis Ag

ANYY ST ES20¥ HALD  PEOLL# HOOAN  £0620-89% d3avd  010.0# 430rN {wei1B01d UONEP3I03Y AIOJEIOCET [EJLAWILOIIAUT [RUOHIEN) dY13N  SNOIVOHIYID
™
/ ., qey 1e 1d1a0as uodn *dway 131009 \
| T
_. SNOILONYLSNI TY123JS/SINIWIA0D
SnEVRLS . SRS |
[ulid) AG a3NI3034 31va [uid] A§ Q3HSINONM3E |
aimeubis awn] sunjeubis |
(iuug) A9 Q3AI303H diva ::‘tn_.v\uﬂ\m QWI@DOZﬁmm _
\\\\\\\. = 2injeubls «.w QM.L ETITNR \ \ X — ] J..n.\\\ Sinjeubis
~ANA 1 79 =27/ AUUd] A8 G3AE038 |7 | o)\ |y 298 \(:w L(\wﬂ\ Ly%\h@.u?kdzu /i A8 QEHSINONI 24
¢ > \_..f .{..ﬂ. ..\/ ’ — YT I_ . h..-\r“\' ,|\|....e D, =
/ ﬂ,./.l» \e T N i P
g i ) o o el
| L4 ARG eIk
s,m . {, -._... M
TWU.Wl - = B rM\\ o
S T ".rl... ba ot |.,\n.- ) u —_
i mun\uw I g ) OAUAL
=, ] S R~
2.5 — (w (NS w7 *
e L W, N V- 7o -~ ) 2 ] L7 _w\
\( i N_, SN ' o /L . y
TV N N = T T~
G L) = . i _
i g SN I -9 T
/) i w.w.._ ; 1-Q 7N RIS N /,1 ) 1§k
4 g b= Ul AL
_ SRR o IR B o aipieid
pesenbey sisAleuy s TR LL LY jowliL] @0 | ooinos opduies #a1 qe1 1dv |
W o

IYI-T FLFHYONOD-O 3IDANMIS-1S 10S-S  HILYMIALSYM-M

#Q1SMd

#d4S  ONIHO43H 23/SWH04 VIS [

1A Tidd3arn T

Qa3 3LSTOH | g3ond3d 430N ]

Ag3nn3a v 3| KINO m::mmﬁvm

1y19y04 JINOYLITNT 1YNYO0A 1H0d3Y
waam | ]

pasnbal Wl g a1ep I 22 [
palinbas aw % ajep 1y gy [
pannbas 8w 3 a7ep W vz _H
{mo12q 2u0 850043} HSNY
SHa3M Z QHYONYLS Ndv m
JNLE ONNOYY-NHNL

— dJO — 39vd
T

mm.h<>>DZDOm0 -9 YILYM ONDINIHG - 0 ‘SNOILVIAIHEEY XIH1vA

PRV VN gy

_ ch\m

MO ] WNIG3W ] HOIH

T3A3T NOILVNIWVLINOD

o s 42 »ﬁam._
o\ Do
‘SSIHAAY s \ /.—JW@EM_WMBE
,./r..u.. L e )f.\ / [
‘0L 3DIOANI ON3S = g _mzs,._ L

R.C?U.r@.ﬂ.@ OO0

FO0L0 ATSHA[ AN GTRLIMIV

9 ONIATING = INNFTAY ATHIIWOOTI ¢£T1

wosqriyoatordenbemmm

STRIOLVIOLIVT HOAL-0dd VA0V

— Y YN-3
_ (A =one Wﬂ. by G&.\@ INOHd
/u,wr\ — < D\ A L,/ kzd*
iz ‘s539aav U)J\ /crg ON-OT :ssawaav
\ :01 1HOJ3Y aN3s | C% “w/Q «uu 3o/
AQOLSND 40 NIYHO

1dV



